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Christian Drewitt and Tasha Everall

Parking
There are 28 parking bays at the medical centre and 3 disabled bays. The parking
bays are also used for staff parking, not all of which are designated. There is clear
signage for the disabled bays, which are located outside the pharmacy at the closest
point to the ramp leading to the medical centre.

2.

Entrance
The car park is on a different level to the reception and access can be gained via
steps with a bannister to aid with stability. There are yellow painted edges so that
they can be identified by the visually impaired. Alternatively, there is a ramp at the
right of the car park which has a clear ‘disabled access’ sign at the bottom of it. The
ramp is curved which means it is at less of an incline and easier for wheelchair users
or people with limited mobility to use.
When at the top of the ramp there is a single outward opening door at the entrance.
This leads to another single outward opening door. They are quite close together
which makes entering the centre in a wheelchair quite difficult. There is not much
space for a carer to assist opening the doors.

3.

Reception
The reception desk is immediately on the left as you enter the building. There is a
lowered section to the desk, however it is at the opposite end from where the
receptionist was stood and is separated by a screen, meaning it isn’t a suitable place
for a wheelchair user or person of smaller stature to communicate with a
receptionist.
There is an interactive log in screen to the right of the double doors near the
entrance. It is quite high but can still be reached by a wheelchair user or person of
smaller stature.

4.

Accessible toilet
There is an accessible toilet to the right as you enter the building. The doorway to
the toilet is 860mm wide which is 90mm below minimum requirements.
Additionally, the doorway is very close to a consultation room, for this reason the
door opens in a direction that may be difficult for a wheelchair user to open alone
and could also cause an obstruction.
There is a coat hook on the back of the door, however it is too high to reach for a
wheelchair user or a person of smaller stature.
The accessible toilet is 1650mm x 2210mm which exceeds minimum requirements,
giving space for a wheelchair user and an assistant if needed. There is also turning
space for a wheelchair user.
This WC has a right-hand transfer, however there is a sanitary bin in this transfer
space which may make it difficult for a wheelchair to fit into the space.
There is a drop-down rail on the right of the toilet which is easy to use and at a
suitable height, as is the flush lever.
The toilet seat is 44cm off the floor, which is below minimum requirements, and
should be 48cm.
There is an emergency pull cord to the right of the toilet. The lowest ring-pull is only
1cm off the ground, which is too low, however the second ring pull is 89cm off the
ground which is within the correct height requirements.
The amenities within the toilet are all at a lowered height which is suitable for a
wheelchair user or person of a smaller stature.

5.

Waiting room
It is clear where the waiting room is on immediate entrance of the Rowcroft Medical
Centre as the layout is open plan.
The waiting room is spacious and full of natural light and the chairs are moveable so
can be changed if required. There are leaflets at a lowered height so can be reached
by people of all statures and there are posters clearly placed.

6.

Consultation rooms
The corridors to the consultation rooms are wide and can comfortably fit a
wheelchair and multiple people.
The first consultation room I entered was the smallest in the centre, but I was still
able to fit my wheelchair with enough space to turn.
I couldn’t gain access to all the rooms due to them being in use, however I was
advised that this was the smallest and there would therefore be plenty of space for a
wheelchair user in other rooms if required.

“The Cellar”
There is an additional consultation room in The Cellar. This is on the same level as
the car park and access for patients is gained from outside. I was advised that this
room was used for patients who want some extra privacy or find it difficult to access
the main building. This is a very good idea for buildings that are on a steep incline
and must be over multiple floors.
This room also has a toilet next to it. Although it has some grab-rails in the toilet, it is
not suitable as an accessible toilet due to its small size and the positioning of the
grab-rails.
7.

Offices
I was unable to access the offices within the Centre due to the only entrances being
via stairs. This means a wheelchair user or person with limited mobility would be
unable to work in the offices. However, they would be able to work on reception as
there it is a flat surface with easy access.

